ELECTRONICS AND QUALITY DEVELOPMENT CENTRE

(Under STQC Programme, DIT,Ministry of Commn, & Information Technology, Govt. of India)
( B-177/178, GIDC Electronics Estate, Sector-25, Gandhinagar - 382 024, Gujarat. )
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TEST REPORT

Service Request No. : G-0344/2010 Date : 10/05/2010
Name & Address of the Manufacturer M/s. Asia Powercom Pvt. Ltd.
E-24, Tarun Nagar Part -2,
Nr. Sneha Flat, Subhas Chauk,
Gurukul Road, Ahmedabad.
DESCRIPTION/ IDENTIFICATION OF THE ITEM
Nomenclature i 600 VA line Interactive UPS system
Make/ Model/ Type PCM / IND606A
Serial No.(s) 20023030911
Quantity/ No. Of samples One
Date of receipt of item 10/05/2010
Date of testing(s) 12/05/2010 to 21/05/2010
Date of Issue (Test Report) 24/05/2010
Condition of equipment/Material on receipt Good
Location where test is performed EQDC Gandhinagar
Test Specification As per Customer Requirements
Test procedure reference: TEST-EQP/036
Test facilities used:
Nomenclature Make / Model Sr. Number Calibration
Due Date
Dig. Storage Oscilloscope | Tektronix / TDS 220 B080538 11/12/2010
Digital Multimeter Fluke/289 010990077 26/11/2010
Single & Three Phase Fluke / 434 DM910008 28/07/2010
Power Quality Analyzer
HV Breakdown Tester Laxtronics/-- 601022000 10/05/2011
External Micrometer Mitutoyo / 09107088 01/01/2011
293-521-30
Load Panel Yogeshwar /- - -
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